High Pressure Turbine Rep

Gross Power (Mw)
NTCHR (Btu/kwh)
Throttle flow (kpph)
Throttle press (psia)
Throttle temp (°F)

Hot Reheat temp (°F)
Reheater flow (kpph)

% Reheater press drop (%)
Reheater duty (MBtu/h)

High Pressure Turbine
Efficiency (%)

Wheel power (Mw)

% Total Wheel power
Section press drop (psi)

1st stg shell press (psia)

1st stg press drop (psi)

4th stg ext press (psia)

4th stg ext enthalpy (Btu/lb)
Exhaust press (psia)
Exhaust enthalpy (Btu/lb)

Intermediat Pressure Tuwibine
Efficiency (%)
Wheel power (Mw)
% Total Wheel power
8th stg bowl press (psia)
Section press drop (psi)
Exhaust press (psia)
Exhaust enthalpy (Btw/Ib)

Low Pressure Turbines
Wheel power (Mw)

% Total Wheel power

LPA exhaust press ("hg)
LPB exhaust press ("hg)
LPC exhaust press ("hg)

11/10/060
U2 Proposed Design Tests

1,722.2
1,933.8

406.1
1,092.5
1,366.6

617.6
1,305.4

91.51
285.3
e
562.85
428.76
134.09
1,337.0

1,762.1
1,933.8

406.1
1,092.5
1,366.7

577.7
1,298.9

369.8

3.64
2.74
2.56

U292%HP  U2Beachmark U2 92% HP
VWO 6,750 kpp VWO 910 MW VWO 7,100 kpp
960.7 910.0 1004.0

~ 7,637 7,623 7,630

6,750 6,353 7,100

2,412.2 2,412.2 2,487.2

1,000 1,000 1,000

1,000 1,000 1,000

5483.3 5,124.5 5,758.4

7 7 7

1,162 1,124 1,216

92 92 92

293.2 285.7 303.9

1,764.5
1,993.9

418.7
1,126.5
1,364.5

648.1
1,305.3

91.57
299

590.69
450.21
140.48
1,336.2

414.2

4.1
3.03
2.82
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